
External Cladding Audit

Heart of England NHS Foundation Trust

Site:

Date:

Building No No Floors Floor 

Level

Y N

Block 09 3
No Information Available

Block 11 Bolier House 2
None Available Roof  / side 1/3rd 

No Information Available

Blocks 13-15-16-18 G/F 
Fire Board External covering sides and roof        IT Hubs 

Yes

Block 20

None Available Portacabin 
No Information Available

Block 21
G/F 

None Available 1/2 cover external 
No Information Available

Block 23 
G/F 

None Available 1/3rd external panelled plus roof     
No Information Available

Block 26 Portable Unit
G/F 

None Available Full Covering  
No Information Available

Block ?? Boiler House  
G/F 

None Available Full Covering  
No Information Available

Blocks 1,2,3 
3 UPVC 

External - Ground 1 and 2 and under roof 
No Information Available

Solihull Hospital 

27th June 2017 

Anthony JJ Morgan Specialist Fire Safety Adviser 

None Available Under windows 

Signature;  AJJ Morgan 

Description of Cladding Position of Cladding Identification of Fire Rating

Audit Completed By:


